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15 May 1999

DEPARTMENT OF DEFENSE
HANDBOOK

BASIC GUIDELINES FOR CHEMICAL WARFARE HARDENING
OF NEW MILITARY FACILITIES

TO ALL HOLDERS OF MIL-HDBK-1040:

1.  THE FOLLOWING PAGES OF MIL-HDBK-1040 HAVE BEEN REVISED AND
SUPERSEDE THE PAGES LISTED:

________________________________________________________________
  NEW PAGE     DATE            SUPERSEDED PAGE       DATE_______

   125      28 February 1989       125             15 May 1999
   126      28 February 1989       126             15 May 1999
________________________________________________________________

2.  RETAIN THIS NOTICE AND INSERT BEFORE TABLE OF CONTENTS.

3.  Holders of MIL-HDBK-1040 will verify that page changes and
additions indicated above have been entered.  This notice page will
be retained as a check sheet.  This issuance, together with appended
pages, is a separate publication.  Each notice is to be retained by
stocking points until the handbook is completely revised or
canceled.

    Custodian:                               Preparing Activity:
  Navy - YD2             Navy - YD2

         (Project FACR-5012)

AMSC N/A                                              AREA FACR
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NFPA No. 10 Standard for Portable Fire Extinguishers
NFPA No. 12 Standard on Carbon Dioxide Extinguishing

Systems
NFPA No. 13 Standard for the Installation of

Sprinkler Systems
NFPA No. 31 Standard for the Installation of Oil

Burning Equipment
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